
                      RS422 Electrical connections between TPLC-main-master,TPLC-main-slave and TAIO-15-1 

TPLCmain IC V3 main 1.0 master
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TPLCmain IC V3 main 1.0 slave
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RS422 6-pin connector of TPLC main ICV3main1.0 is isolated.
RS422 4-pin connector of TPLC main ICV2main 1.0 is NOT isolated.
On ICV2 , earth wire should be connected to GND of connector +24V /+5V, instead of to GNDiso.
TPLC -slave must be version 3.0 or higher if there is more than one slave device on the bus
 (including TAIO or other I/O extenders).

. br
ow

n+
w

./
br

.+
bl

ue
+

w
./b

lu
e

+
sh

ie
ld

+
2 4

V
G

N
D

G
N

D
in G
N

D
ou

t

TAIO-15-1

RS422 RS422

G
N

D
+

24
V

G
N

D
+

5V

R
x 

A
  

  
 

R
x 

B
T

x 
A

T
x 

B

RS422

br.+w/br+bl+w/bl+shield

TPLC main ICV2main 1.0

FTP5E AWG24


	Slide 1

